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S E R V I C E  N O T E

5DX Structural Process Test System Series II and Series 2L

IHVPS Delay Cable Upgrade Increases the Reliability 
of the Interlock Chain 

To Be Performed By: Agilent-Qualified Personnel

Situation: 
On 5DX systems with system serial numbers less than USxxxxx321 the integrated high
voltage power supply (IHVPS) may require the installation of a delay cable that increases
the reliability of the interlock chain. The only reliable way to identify the IHVPSs that have
an internal delay circuit and do not require the installation of the delay cable kit is to inspect
the IHVPS’s serial number. All serial numbers greater than 98-12-10010 have the IHVPS
delay circuit installed internal to the IHVPS and require no action.  All Blue Stripe exchange
units with the postfix -99R and greater have the delay circuitry installed.

For those IHVPS serial numbers less than or equal to 98-12-10010, the IHVPS does not have
the internal delay circuitry and requires the IHVPS Delay Cable upgrade. 
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Solution/Action: 
For IHVPS’s with serial number’s less than or equal to 98-12-10010 install the external delay
cable using the IHVPS Delay Cable Kit (Part Number: E7200-60105). Installation instructions
are included in the kit.
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