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Overview of WIFIKIT Function 

Omniksol-WIFIKIT is developed by Omnik as an external communication monitoring device, 

which integrates WiFi device for users and provides a wireless monitor function. 

By connecting with inverters through RS485 interface, the Kit can receive information from 

inverters and realize cascade of inverters. One side It provides wireless function, another 

side, it may also use cable to transfer inverter data to the web server. 

Users can monitor the runtime status of the device by checking the 4 LEDs on the panel 

which indicates Power, RS485, Link and Status respectively.
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1 RS485 Card Install SOP  

1.1  Disassembly 

 
Picture 1.1.1 

Unscrew the four screws on the interface panel with the screwdriver as shown in Picture 

1.1.1 and keep the screws aside. 

 

 

 
Picture 1.1.2 


