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RCD Trip in Main Supply Box
An RCD will trip when the current following out
through the live is not equal to the current returning back through
the neutral. In other words current from the live is flowing down to earth.
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The RCD or loop tester in this case  will now
pass current from the live to the neutral.
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Arrows showing current flow
from live to earth.

3200 case still connected to earth


